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CBT – Electric radiator control box 
External connection diagram

CBT_YFB01ABC_15_eng
1 (1)

R
C

X
/L

C
X

/B
C

X
(H

ea
t;T

ria
c)

C
B

X
(S

ee
 c

on
ne

ct
or

 
Ve

nt
ils

tä
lld

on
-K

)

LE
D

 D
1

In
di

ca
te

s
G

+ 
(2

4V
)

R
C

X
 =

 R
oo

m
 c

lim
at

e 
co

nt
ro

lle
r (

D
C

V-
R

C
)

LC
X

 =
 L

ab
 c

lim
at

e 
co

nt
ro

lle
r (

D
C

V-
LC

)
B

C
X

 =
 C

lim
at

e 
ba

ffl
e 

co
nt

ro
lle

r
C

B
X

 =
 C

on
ne

ct
io

n 
bo

x 
fo

r a
n 

ac
tiv

e 
di

ffu
se

r


